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1)
Introduction: 

Energy Savings from verified refrigerant charge and airflow on heat pumps in the heating mode.

2)
The relationship between Heat Pump Capacity and Electric Strip Heat use.

Palmiter Analysis

Relative Importance “Box” COP vs. System Efficiency

3) The relationship between Heat Pump Capacity and Refrigerant Charge

Laboratory Tests

Field Tests

4)
The relationship between Heat Pump Capacity and Inside Coil Airflow.

Laboratory Tests

Field Tests

5)
The difference between standard quality control and quality assurance using immediate verification.

Field Tests

6)
Conclusions and Recommendations
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