DRAFT


Inspection / Performance Testing of Central A/C Systems

 in ENERGY STAR® Labeled Homes: Pacific Northwest

· ARI equipment rating (indoor and outdoor coils combined) meets program standard for SEER and EER.

· Testing and certification of Central A/C systems has been completed by a technician who is certified for participation in the program, or by an approved equivalent third party.

· Cooling load calculations for system sizing in accordance with state or local code,  using inputs representative of the actual building should be submitted. 

· Filter and Service Access panels are readily accessible without need for movement of piping, ductwork, wiring, conduit or other permanently installed fixtures.

· Field charging of refrigerant adheres to manufacturer recommendations. 

· Documented results of field tested refrigerant charge may be required by individual program sponsors.  Testing will documented using superheat or sub-cooling, as accomplished by Proctor Engineering Groups CheckMe!® program, the Honeywell Service Assistant, or other approved system, submitted (written or electronically) and reviewed for acceptable charge.  

· ________________________________________

· j:\tom\rtf\2004_0413\ptcscacinspectionchecklist_csg.doc






































































