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REFRIGERANT

LINES 10 e SIS ™ VAPOR/SUCTION
”\@QOP L Y — — : | INC /EDNONT

o) ’

. t

YL \l MU~
COIL / SEATED)
LIQUID LINE
SERVICE VALVE
| (FRONT-SEATED

-,
b

- XYY | AT tHeRmisToR
| U VACUUM GAUGE

anggrtn
i padd

[ IXAXXZEX]
t2ae5§if

GAUGE PORT

GAUGE @@

MANIFOLD pol__Jof
SET .

i

‘\
\Q
\
t
i
A T

«

VACUUM PUMP



[image: image3.jpg]


[image: image4.jpg]



________________________________________

________________________________________

________________________________________

c:\documents and settings\rodenberg\my documents\eto_hpvacuumdiagram.doc (Julie Rodenberg)

gas ballast valve








