	System Type
	Consumption Variable, kWh/yr
	Mean
	Standard Deviation
	n
	90% CL
	t-test
	Significance P(T<=t) two-tail

	Zonal
	NAC, Pre 
	21,623
	6,353
	95
	1,073
	
	

	
	NAC, Post 
	18,771
	5,356
	95
	905
	
	

	
	NAC, Saved
	2,852
	5,258
	95
	888
	5.29
	0.00

	
	Baseload, Pre 
	13,008
	4,632
	95
	782
	
	

	
	Baseload, Post 
	12,532
	4,572
	95
	772
	
	

	
	Baseload, Saved 
	475
	4,053
	95
	684
	1.14
	0.13

	
	Space Heat, Pre 
	8,456
	4,001
	95
	676
	
	

	
	Space Heat, Post 
	6,058
	3,085
	95
	521
	
	

	
	Space Heat Saved 
	2,398
	4,009
	95
	677
	5.83
	0.00

	
	Cooling, Pre 
	159
	344
	95
	58
	
	

	
	Cooling, Post 
	180
	387
	95
	65
	
	

	
	Cooling Saved 
	-17
	297
	95
	50
	-0.68
	0.25

	All C&RD Cases
	NAC, Pre 
	24,532
	10,321
	1,022
	531
	
	

	
	NAC, Post 
	20,269
	8,717
	1,022
	449
	
	

	
	NAC, Saved
	4,263
	5,703
	1,022
	294
	23.89
	0.00

	
	Baseload, Pre 
	14,136
	7,198
	1,022
	371
	
	

	
	Baseload, Post 
	13,586
	6,417
	1,022
	330
	
	

	
	Baseload, Saved 
	550
	4,030
	1,022
	208
	4.36
	0.00

	
	Space Heat, Pre 
	10,035
	5,613
	1,022
	289
	
	

	
	Space Heat, Post 
	6,382
	4,102
	1,022
	211
	
	

	
	Space Heat Saved 
	3,653
	4,420
	1,022
	228
	26.42
	0.00

	
	Cooling, Pre 
	360
	842
	1,022
	43
	
	

	
	Cooling, Post 
	302
	619
	1,022
	32
	
	

	
	Cooling Saved 
	58
	495
	1,022
	25
	3.75
	0.00


Billing Analysis, Zonal homes participating in C&RD heat pump program.

